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FOR ENLARGED AREA PLAN
SEE SHEET S6.0.00
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ROOF FRAMING
PLAN

S2.2.0.2

)NOTES:

9" ONE WAY CONCRETE SLAB W/ #5 @ 12" BOTTOM IN NORTH-SOUTH DIRECTION IN OUTER LAYER AND #4
@ 12" O/C TEMPERATURE. SEE PLAN FOR TOP REINFORCING.

12" TWO WAY FLAT CONCRETE SLAB. PLACE #6 @ 12" O/C BOTTOM BARS IN EAST-WEST DIRECTION IN
OUTER LAYER AND #5 @ 8" O/C BOTTOM BAR IN NORTH-SOUTH DIRECTION IN INNER LAYER. TOP
REINFORCING INDICATED IN PLAN IS IN ADDITION TO THIS REINFORCING.

6" ONE WAY CONCRETE SLAB W/ #5 @ 10" O/C BOTTOM AND #4 @ 12" O/C TEMPERATURE. SEE PLAN FOR
TOP REINFORCING.

6" SLAB (TO BE REMOVED IN THE FUTURE) W/ #4 @ 10" O/C BOTTOM W/ HOOKS, #3 @ 10" TEMP AND #4 X
2'-0"  @12" O/C TOP. SEE DETAIL B/S3.0.02.

FOR DIMENSIONS NOT SHOWN REFER TO ARCHITECTURAL DRAWINGS.

SEE PLAN FOR TOP SLAB ELEVATION.

8" MASONRY BEARING WALL BELOW.

CONCRETE BEAM SIZE AND REINFORCING AS PER SECTION 3/S5.0.02. EXTEND TOP AND BOTTOM BEAM
REINFORCING INTO THE CONCRETE BEAM (2B-105).

NOT USED.

NOT USED.

9" ONE WAY CONCRETE SLAB W/ #5 @ 12" BOTTOM IN NORTH-SOUTH DIRECTION IN OUTER LAYER AND #5
@ 6" O/C BOTTOM EAST-WEST DIRECTION IN INNER LAYER. SEE PLAN FOR TOP REINFORCING.

NOT USED.

FOR DIMENSIONS NOT SHOWN REFER TO ARCHITECTURAL DWG.

FOR STRUCTURAL TOP CONNECTION AT STORE FRONT, SEE DETAIL A/S5.0.04. REFER TO
ARCHITECTURAL DRAWINGS FOR LAYOUT. THIS DOES NOT APPLY FOR CONDITION AT EAST OF GRIDLINE
C, REFER TO SECTION 1/A4.4.01.
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SCALE: 1/8" = 1'-0"

1
S2.2.02

ROOF FRAMING PLAN

REFERENCE DRAWINGS:

COLUMN SCHEDULE S4.0.00 & S4.0.01

FOUNDATION DETAILS S3.0.00

MASONRY DETAILS S3.1.00

BEAM SCHEDULE S4.1.00

SECTIONS AND DETAILS S5.0.00 - S5.0.03

LEGEND:
(ADDITIONAL TOP REINFORCING)

a: #5 @ 8" O/C x 12'-0"

b: NOT USED.

c: #6 @ 6" O/C (PLACE BAR ALL ALONG GRIDLINE C)

d: #5 @ 12" O/C

e: 11 #6 x 14'-0" IN 6'-0" BAND CENTERED ON COLUMN

f: 6 #6 x 14'-0" IN 6'-0" BAND CENTERED ON COLUMN

g: 8 #6 IN 4'-6" BAND CENTERED ON COLUMN

h: #5 @ 12" O/C

i: #5 @ 12" O/C

j: #5 @ 12" O/C

k: 5 #6 x14'-0" U.O.N. IN 8'-6" BAND.

l: #4 @ 12" O/C

m: #4 @ 12" O/C

n: #4 @ 12" O/C

p: #6 @ 8" O/C

q: #4 @ 12" O/C

3'-6"

2'-6"

7'-0"

13'-6"

3

4

5

6

7

8

LEGEND:

BOTTOM REINFORCING

TOP REINFORCING
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